X10350 — VAC2-1/RFl & VAC2-1/RFI HS
Connection Diagram
Issue 4

NOTE FOR MOUNTING
10mm HOLE IS REQUIRED TO ACCEPT POTENTIOMETER BUSH

WITH MAIN CONTROL POTENTIOMER SET
FULLY ANTICLOCKWISE,THE MIN SET POT. — £
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WARNING - ISOLATE FROM MAINS SUPPLY BEFORE COMMENCING ANY SERVICE WORK. SEE SRA X10255 AND ITA X10213 DATASHEETS.
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